
ENCLOSURE

TWO PIECE BOX

SIDE VIEW OF
LIP SEAL

RPZ OR DOUBLE CHECK ABOVE GROUND

ENCLOSURE ASSEMBLY PROPERTIES

AUD DETAIL 5.6

NOTES:
1. BOX SHALL BE HUBBELL LOK BOX LB3N ENCLOSURE OR EQUAL.
2. BOX SHALL BE SIZED TO RPZ OR DOUBLE CHECK VALVE ASSEMBLIES 34" TO 12".
3. BOX SHOULD BE INSULATED TO PROTECT FROM FREEZING.
4. STANDARD COLORS OF BOX ARE WHITE & BEIGE.
5. ELECTRICAL OUTLET AND HEATER OPTIONAL.

FOAM GASKETED SEAL

INSULATION

FIBERGLASS SHELL
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